TAP WATER SAMPLE DATA SHEET

ERA Task OrderMo.: 1018

Bristol Project No.: 34150086
EPA Site Name: Tower Standard LUST Site

Property Address: fezen. puin
Property Contact:
D f Wisit:

Does the residence/businegss have an'in-ling treatment system? Yes Mo s
Was the sample collected near the pressure tank or other pre-treatment location? Yes i No
i applicable, were the hoses, filters, or aerators disconnected prior to collecting the sample? Yes 4 No
Did the sample have an odor, sheen orother indications of potential petroleur contamination? Yes Mo ok

Additional Information:

Sample 1D: Tower-al1-111H
Date & Time Collested:  J /&2 /4 e
Sampler's Name: Matt Rohn ~RE-
Analyses Requested:
Yot &zdz  @all EDR Y 54020 lesd
Duplicate Sample 1D:
Matrix Spike/Matrix Spike Duplicate Sample? Yes No 25

Trip Blank Required for Shipment?

Conductivity Turbidity

Time Minutes Purged pH (uSlem) (NTUs)  Temp®C Notes
Qras & 1277 | o4 4 9.33
4139 7 .22 ©:247 L& 9.3l
9.:39 4 20 | O.240 L9 4,29

Run the tap water until the measured turbidity is at or below 10 nephelometric turbidity units (NTUs}, pH remains constant at & 0.1 units,-and
ihe specific conductance varies no more than 10 percent. The tap water will be allowed to run until turbidity has been measured ator below
10 NTUS on two consecutive measurements and pH and specific conductance have stabilized. If the stability parameters have not been met
after 20 minutes, Bristol or.the EPA SME will be contacted 1o decide whether to collect the sample or confinue monitoring until the parameters
stabilize.

Sampler's Signature: /?/,{'7“%% 27 o Date: F e fe

OA Reviewer Signature: Date:

EPA-R5-2017-010506_0001982




TAP WATER SAMPLE DATA SHEET

EPA Task Order No.. 1019
EPA Site Name: Tower Standard LUST Site

Bristol Project No.:

34150086

Property Address: ized  Hwy 70 W
Property Contact
Date of Visit I

i il  4a C
Does the residence/business have an in-line treatment system? Yes Mo 5,
Was the sample collected near the pressure tank-of other pre-treatment location? Yes b No
it applicable, were the hoses, filters, or aerators disconnected prior fo-collecting the sample? Yes W Mo
Did the sample have an odor, sheen or other indivations of potential petroleum contamination? Yes Mo e

Additional Information:

Sample 1D
Date & Time Collected:
Sampler's Name:

Tower =021t

L =g3 e 0RO

Mot Kohe - REZ

Analyses Requested:
Voo Spd.2. 801l EDR + 620 Lead
Duplicate Sample 1D:
Matrix Spike/Matrix Spike Duplicate Sample? Yas Mo

Trip Blank Required for Shipment? N , Mo

Conductivity Turbidity
Time Minutes Purged pH (11S/em) (NTUs) . |Temp®C MNotes
105 5 BUS 042 2.8 2,449
G2 e O.I40 =5 Lidads
s % 8l S ~o Pl

Rin the tap water until the measured turbidity is at or below 10 nephelometric turbidity units (NTUs), pH remains constant at < 0.1 units, and
the specific conductance varies nio more than 10 percent. The tap water will be allowed to run until turbidity has been measured ator below
10 NTUs on two consecutive measurements and pH and specific conductance hiave stabilized. If the stability parameters have not been met
after 20 minutes, Bristol or the EPA SME will be contacted to decide whether to collect the sample or continue monitoring until the parameters
stabilize.

Sampler's Signature: U sy (). O Date: o
QA Reviewer Signature: Date:

EPA-R5-2017-010506_0001982



TAP WATER SAMPLE DATA SHEET

EPA Task Order No.:

1019 Bristol Project Nou: 34150086
EPA Site Name: Tower Standard LUST Bite
perty-Specific Info
Property Address: Jepz77 A wry RIaR T4
Property Contact:
Date of Visit: Jl-p2= 14

W
Does the residence/business have an in-line reatment system? Yes No 4
Was the samiple collected near the pressure tank or other pre-treatment location? Yes X No
if applicable, were the hoses, filters, or aerators disconnected prior to collécting the sample? Yes pad Mo
Did the sample have an odor, shieen or other indications of potential petroleun contamination? Yes No X

Additional Information: mmg te anr w"‘fé/wm Je " £ avéw“ LI {’awz'pm’@ L. S0 Wj

Sample 1D: Tower - O3-{114
Date & Time Collected: 11 1% =u] s
Sampler's Name: Mot Kahn—~REI

Analyses Requested:
voe _s524.2 o1l EDR ¥ (020 Lead

Diplicate Sample-t0: [ower = o414

Matrix Spike/Matrix Spike Duplicate Sample? Yes No s

Trip Blank Required for Shipment? '

Conductivity Turbidity

Time Minutes Purged pH {(uSlem) {(NTUs)  {Temp® C Notes
e 5 (o9 L34 e 129 1 | Bunnineg e sreival
1:09 7 Lo L35 7.3 a7 | “"

1ol < Lode L35 1y e oe

Run the tap waler until the measured turbidity is at or below 10 nephelometric turbidity units (NTUs), pH remains constant-at & 0.1 units, and 1
the specific conductanice varies no.more than 10 percent. The tap water will be allowed to run untll turbidity has been measured at o below

10 NTUs on two consecutive measurements and pH and specific conductance have stabilized. If the stability parameters have not been met
after 20 minutes, Bristol or the EPA SME will be contacted to decide whether 1o collect the sample or contintie monitoring until the parameters
stabilize.

Sampler's Signature: WMW /). ’m&ﬂ% Date: VA bt (> el b

G Reviewer Signature: Date:

EPA-R5-2017-010506_0001982



TAP WATER SAMPLE DATA SHEET

1019 Brigtol Project No. 34150086

Tower Standard LUST Site

EPA Té@k C)rdér quz
EPA Site Mame:

Property Address: [ Haskell Loke Londing Foad
Property Contact:
fA/isit:

Dat

a
Does the residencelbusiness have an in-line freatment system? Yes Mo >
Was the sample collected near the pressure tank or other pre-treatment location? Yes Mo
if applicable, were the hoses, filters, or aerators disconnected prior fo collecting the sample? Yes P Mo
Did the sample have an odor, shieen or other indications of potential petroleum contamination? Yes No L

Additional Information:

Sample 1D; Thwer = O5- 114

Date & Time Collested:: . Ir=ymw | P
Sampler's Name: Matt kahn - RET

Analyses Requested:
S24.2 \oe , aoll EDR t 0020 Lead

Duplicate Sample 1D:

Mairix Spike/Matrix Spike Duplicate Bample? Yes No %

Trip Blank Reqguired for Shipment?

Conductivity Turbidity

Time Minutes Purged ok {(uS/om) {(NTUs)  |Temp®C Notes
[ £ 5 825 | Mm24z 2.5 R.a=
ys . B.26 | 0.239 2 G4
1M 4 &2 .23 Y 9,49
g I B2l 0. 242 2.4 < o

Rurt the tap water until the measured furbidity is at or below 10 nephelometric turbidity units (NTUs}, pH remains constant-at & 0.1 units, and
ihe specific conductance varies no more than 10 percant. The tap water will be allowed to run untl turbidity has been measured at or below
10 NTUs on two consecutive measurements and pH and specific conductance have stabilized. If the stability parameters have not been met

atier 20 minutes, Bristol of the EPA SME will be contacted to decide whether to collect the sample or continue monitoring untl the parameters
stabilize.

Sampler's Bignature: e A }nm Date: I 1 R f ]

QA Reviewer Signature: » Date:

EPA-R5-2017-010506_0001982




TAP WATER SAMPLE DATA SHEET

1019 Bristol Project No: 34150086
Tower Standard LUST Site

EPA Task Order No.:
EF’A Site Name:

. ' roper
Property Address: [ e kel Hejohts [Drjye
Property Contact:

Dai fﬁ/;k it

‘}l

Dogs the residencel/business have an in-line treatment system? Yes No o
Was the sample collected near the pressure tank or other pre-treatment location? Yes 13 Mo
If applicable, were the hoses, filters, or aerators disconnected prior to collecting the sample? Yes b Mo
Did the sample have an odor, sheen or other indications of potential petroleum contamination? Yes No P

Additional Information:

sémp%% ID: Tower - Ole~ 1Y

Date & Time Collected: Hefgefid (2158
Sampler's Name: Ma He b by - 2T
Analyses Requested:

5242 VJac ol EDRY (020 Lead

Duplicate Sample 1D
Matrix Spike/Matrix Spike Duplicate Sample? Yes No e
Trip Blank Required for Shipment? b

Conductivity Turbidity

Time Minutes Purged pH {(uSlem) (NTUs)  |Temp®C Notes
1L s 5 1.5% @bl 5 020
12:41 1 1sz. | Ol S.2. 0,20

19248 o 7.5 O x99 1029

2151 R T.HE lemit Safy Lloal

Run the tap water until the measured turbidity is at or below 10 nephelometric turbidity units (NTUs), pH remains constantat & 0.1 units, and
the specific conductance varies no more than 10 percent. The tap water will be allowed to run until turbidity has been measured at or below
10 NTUs ontwo consecutive measurements and pH and specific conductance have stabilized. If the stability parameters have not been met
after 20 minutes, Bristol or the EPA SME will be contacted to decide whether to collect the sample or continue monitoring until the parameters
stabilize.

/it

Sampler's Signature: litee V5 / 7 M{}w Date: L1132 R

QA Reviewer Signature: Date:

EPA-R5-2017-010506_0001982




